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High-Tensile-Strength Seven-Wire Strand 

Subsection 704.2 of the SCDOT Standard Specifications is amended as follows: 

Delete Subsection 704.2.2.2 and replace with the following: 

704.2.2.2 High-Tensile-Strength Seven-Wire Strand 

1 Ensure high-tensile-strength seven-wire strand conforms to the requirements of 
AASHTO M 203.  Use only high-tensile-strength seven-wire strand produced by sources 
included on the most recent edition of SCDOT Qualified Product List 106. 

Delete Subsection 704.2.4 and replace with the following: 

704.2.4 Prestressing Steel, Post-Tensioning Strand and Anchorage Sampling and 
Testing 

1  The Department reserves the right to sample and test prestressing steel, post-
tensioning strands, and anchorage assemblies at any time when used on an SCDOT 
project. 
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